In this study, the problem of a parallel connected power and absorption cooling cogeneration system was analyzed and then an improved configuration based on this system was proposed. This system can make cascade utilization of the turbine exhaust heat. By varying turbine outlet pressure, different turbine exhaust vapor temperatures can be obtained, resulting in different amounts of heat that can be recovered in the refrigeration subsystem. Simulation results show that when the turbine outlet pressure in the improved system is 3 bar, 119.6 kW of heat can be recovered in the refrigeration subsystem, and the total equivalent power output of the improved system is 17.6% higher than that of the original system. The corresponding equivalent heat-to-power efficiency and thermal energy saving ratio are increased from 16.1% to 18.9% and 6.6% to 26.5%, respectively. When the turbine outlet pressure increases from 1.6 bar to 4 bar, the cooling output increases rapidly, resulting in better performance, and the ratio of power to cooling is in a wide range of 0.19 to 1. When the turbine outlet pressure is higher than 4 bar, the favorable effect on refrigeration cannot compensate for the adverse effect on power generation, leading to the performance reduction. This study provides a new method for high efficiency utilization of waste heat.
INTRODUCTION
A large amount of mid/low-temperature waste heat is discharged into the environment from industrial plants and processes, resulting to both energy waste and thermal pollution. The recovery and utilization of waste heat is thus of great interest to energy saving and environmental protection.
Refrigeration, power generation and of course direct use of the heat are the main mature methods to recover waste heat. The absorption refrigeration system has been widely used in combined cooling, heating, and power systems to utilize the heat of the engine or gas turbine flue gas, whose operating temperature is usually higher than 300 °C [1, 2] . The highest temperature of working fluid in the refrigeration systems is usually below 150 °C. The large temperature difference between the flue gas and the working fluid in the refrigeration system leads to large exergy destruction in the heat recovery process. Rankine power cycles can use steam, organic materials and mixture as working fluids. Steam Rankine Cycles suit large-scale and high-temperature waste heat source. However, Organic Rankine Cycles (ORCs) are more suitable for lowtemperature sensible heat source because of the low boiling temperature and small latent heat of organic fluids [3] . Considering that organic working fluid may decompose at a high temperature [4] , the ORCs are suitable for heat sources with temperatures lower than 250 °C. The power cycle with ammonia-water mixture as the working fluid was first investigated in detail by Maloney and Robertson in the 1950s [5] , and later ammonia-water based power cycles were studied The parallel connected system proposed by Zhang et al. in Ref. [13] has been considered as one of the basic system configurations for the cogeneration of power and cooling. However, the temperature of the exhaust vapor from turbine in this cycle is relatively low and it is difficult to use the turbine exhaust heat efficiently in the absorption refrigeration subsystem. In this paper, the authors investigate the problem of energy integration in the parallel system, and then provide a system improvement method for better performance.
THE ORIGINAL PARALLEL POWER/COOLING COGENERATION SYSTEM System configuration of the original parallel cogeneration system
The configuration of the original parallel connected power/cooling cogeneration system proposed in [13] is shown in Figure 1 . The strong solution (1) out of the absorber (ABS) is pumped to the rectification pressure (2) and then preheated in a gas heat exchanger (GHEX) by the flue gas. And then the preheated solution (4) is fed into a rectifier (REC1), where it is separated into ammonia-rich vapor (5) for refrigeration and weak solution (12) for power generation. The heat required in the reboiler (REB1) is provided by the flue gas. The ammonia vapor (5) from the top of the rectifier is condensed to liquid state (7) in a condenser (CON1), and then the liquid refrigerant is subcooled (8) in a subcooler (SUBC) and throttled to a low pressure (9) by a throttling valve (TV1) sequentially before it evaporates for refrigeration in the evaporator (EVA). The lowtemperature and low-pressure vapor (10) from the evaporator is sent to the absorber after it cools the liquid ammonia in the subcooler. The weak solution (12) out of the reboiler is pumped to a higher pressure (13) and then vaporized and superheated (14) in the heat recovery vapor generator (HRVG), heated by the high-temperature part of the flue gas. The high-pressure and superheated vapor (14) expands through a turbine (TUR) to generate power. The turbine exhaust vapor (15) is condensed directly (16) in a condenser (CON2) and then the condensed weak solution (16) is pumped (17) to the absorber. In the absorber, the ammonia vapor (11) from the refrigeration subsystem is absorbed by the weak solution (17) to regenerate the strong solution (1) for next cycle. In this system, the power subsystem and refrigeration subsystem are connected in the absorber and rectifier. The flue gas flows through the HRVG, REB1 and HEX1 successively to make cascade utilization of the flue gas heat.
Problem of the original parallel cogeneration system
The turbine exhaust vapor is ammonia-water binary mixtures, and thus the condensation process has a variable temperature profile and the temperature of the turbine exhaust vapor is much higher than the ambient temperature. In this system, the working fluid in the turbine is set to expand to the lowest possible pressure, which can generate as much power as possible. However, the temperature of the turbine exhaust vapor cannot meet the requirement of the heat source needed in the refrigeration subsystem. Therefore, a large amount of turbine exhaust vapor condensation heat is discharged to the environment directly, resulting in energy waste. To solve the problem of the original parallel system, the authors make some improvement and present a new system configuration, as shown in Figure 2 . Compared with the original system, some new components are added, including a rectifier (REC2), a reboiler (REB2), a heat exchanger (SHEX) and a throttle valve (TV2). The main difference between the original and the improved configuration is in the treatment of the turbine exhaust vapor.
In the original system, the turbine outlet pressure is low, leading to a low temperature of turbine exhaust vapor. Therefore, the condensing heat of the turbine exhaust vapor cannot be used in the refrigeration subsystem and discharged into the environment in CON2. In the improved system, however, the turbine outlet pressure is increased, resulting in a higher turbine exhaust vapor temperature, and can be thus used as the heat source for the refrigeration subsystem. Due to the high temperature in the REB1, the heat required in REB1 is at high temperature, and thus the turbine exhaust vapor cannot be used in it. Another rectifier (REC2) and reboiler (REB2) are therefore added in the improved system to generate more refrigerant (3d) by recovering the condensing heat of the turbine exhaust vapor (15a). In REC2, the concentration difference between the strong solution (3c) and weak solution (3e) is low, thus the temperature requirement of the heat source is not too high, and the turbine exhaust vapor can be used as the heat source in REB2. The weak solution from REB2 (3e) is used to preheat the strong solution feeding to REC2 (3b). If the turbine outlet pressure is higher than the absorber pressure, the vapor and liquid mixture (15b) from REB2 can be mixed together with the weak solution (3f) and then throttled by the TV2. If the turbine outlet pressure is lower than the absorber pressure, the vapor and liquid mixture (15b) from REB2 should be condensed completely in CON2 (16) and then pumped (17) to the absorber by P3.
Features of the improved cogeneration system
Compared with the original cogeneration system, the improved system has two main new features.
First, the condensing heat of the turbine exhaust vapor is recovered and used for generating more refrigerant. Different from the original system, the working fluid in the turbine is set to expand to a proper pressure. The temperature of the turbine exhaust vapor is therefore high and the condensing heat of the turbine exhaust vapor can be used in the refrigeration subsystem through REB2.
Second, the ratio of power and cooling output can be varied by changing the turbine outlet pressure. If the turbine outlet pressure is set to low, more heat is used to generate power and less of the condensing heat of the turbine exhaust vapor can be used in the refrigeration subsystem; hence less cooling can be produced. If the turbine outlet pressure is set to be high, the power generated in the turbine is lower and more heat can be used for refrigeration and thus the cooling output will be increased.
EVALUATION CRITERIA AND THE REFERENCE SYSTEMS
In this study, equivalent heat-to-power efficiency ( W,eq ) and Thermal Energy Saving Ratio (TESR) were used to evaluate the system performance.
The equivalent heat-to-power efficiency is based on the first law of thermodynamics but considers the quality difference between the power and cooling outputs. The cooling output is converted into its equivalent power output using a practically achievable Coefficient Of Performance of a compression refrigeration system (COP C ) [16] . The equivalent heat-to-power efficiency is expressed as the ratio of power output (including the net power output of the system and the equivalent power output of the cooling effect) to the energy input to the system: where W net represents the equivalent power output; W net represents the net power output, which is the power output from the turbine reduced by the power consumed by the pumps (W net =W TUR -W HP -W LP ); Q C represents cooling output; COP C is the coefficient of performance of the compression refrigerator; Q f represents the heat supplied to the system, which is calculated by ) (
where m G1 is the mass flow rate of flue gas; h G1 and h 0 refer to the specific enthalpies of the flue gas at the temperature and pressure at which it enters the system and at the ambient temperature and pressure, respectively.
Other criteria are used to compare the primary energy required by the proposed system and that by the reference systems to produce the same energy output [34, 35] . The thermal energy saving ratio is defined as the energy input difference, in terms of waste heat required, between the reference systems and proposed system divided by the energy input of the reference systems under the assumption of the same power and cooling outputs:
where Q f,ref and Q f are the heat input to the reference and the integrated systems, respectively. In this study, the reference systems include separate Rankine and absorption refrigeration cycles, as shown in Figure 3 . Given that the power capacity of the integrated system is relatively small, a basic Steam Rankine Cycle (SRC) is adopted as the reference power generation system. Figure 3(a) shows the configuration of the SRC. The heat of flue gas (G1) is recovered in a Heat Recovery Vapor Generator (HRVG) to generate superheated steam (3) for a steam turbine (TUR) to produce power. The steam (4) exhausted from the turbine is condensed, and the condensed water (1) is pumped back to the HRVG (2). A single-effect Ammonia Absorption Refrigeration Cycle (AARC) is set as the reference refrigeration system, as shown in Figure 3(b) . The strong solution (1) is first pressurized (2) and preheated (3) in the solution heat exchanger (SHEX) by a weak solution (10), after which it flows into the rectifier (REC). The flue gas (G1) is introduced to a reboiler (REB) of the rectifier to generate pure ammonia vapor (4) and weak solution (10) . The ammonia vapor (4) is condensed (5) in a condenser (CON) and then subcooled (6) in a subcooler (SUBC). The liquid ammonia (6) is throttled to a low pressure (7) by a Throttle Valve 1 (TV1), after which it evaporates for refrigeration (8) in an evaporator (EVA). The low-pressure ammonia vapor (9) is then absorbed by a stream of throttled weak solution (12) to regenerate the strong solution (1). Fig. 3 Schematic configurations of the reference systems.
SYSTEM SIMULATION AND RESULTS ANALYSIS System modeling and model validation
In this study, simulations of both the proposed and reference systems were performed using the commercial software Aspen Plus [36] , which contains various models that can be used to develop power generation and refrigeration processes. Every model is based on mass balance and energy balance, with a default relative convergence error tolerance of 0.01%. The modified Peng-Robinson equation of state was used to calculate the thermodynamic properties of the ammonia-water mixture. The original built-in Peng-Robinson equation in the Aspen Plus software was modified based on the vapor-liquid equilibrium state of the ammonia-water system published by the International Institute of Refrigeration [37] . The thermodynamic consistency test was passed and the mean relative deviation and the maximum relative deviation on pressure were 0.694% and 2.065%, respectively.
Each component in the original system, the improved system and the reference separate systems, can be considered as a control volume with inlet and outlet of fluids, heat, and work. 
in in out out
Data from the available literature were used to validate the computation model in this study, which was used to run under the same operating conditions used in the corresponding references. The SRC computation was validated by the data in [29, 30] , and the AARC by the data in [38] . The main operating conditions and comparison results are summarized in Tables 1  and 2 . Data in Tables 1 and 2 show that the relative errors of energy efficiency of the SRC and the Coefficient Of Performance of the AARC (COP A ) are 0.7 % and 1.6 %, respectively. This comparison indicates that the SRC and the AARC model in the present study are reliable and that the simulation results can provide useful information. 21.65 21.5 Relative error of energy efficiency (%) 0.7 *Energy efficiency of the SRC is the ratio of the net power output to the heat input to the system. 1.6 * COP A is Coefficient Of Performance of the absorption refrigeration system, which equals the ratio of cooling output in the evaporator to the heat required in the reboiler plus the power consumed by the pump.
Basic assumptions for the simulation
The following are the main basic assumptions of the proposed in the simulation.
(1) The system runs under steady conditions. (2) The evaporation temperature in the evaporator t EVA is about -15 °C, and the average cooling temperature t C is -10 °C considering a temperature difference of 5 °C. 
Simulation results in the base case
In the base case, the flue gas temperature and cooling water temperature are 350 °C and 30 °C, respectively. Table 3 summarizes the parameters of the main streams in both the original and improved systems in the base case. The parameters of streams 1 to 14 in both the original and improved systems are same. The difference of the two systems lies in the treatment process of the turbine outlet vapor. Tables 4 and 5 summarize the load of the main components in the system and the performance comparison of the original and improved systems. It can be seen from the tables that, the turbine outlet pressure of the original system is 0.3 bar, the net power output is 39.1 kW. 0.0235 kg s −1 of refrigerant is produced in the rectifier, generating 28.2 kW of cooling. The total equivalent power output is 49.5 kW, and the equivalent heat-to-power efficiency ( W,eq ) is 16.1%. In the improved system, the turbine outlet pressure is 3 bar, thus the net power output is reduced to 21.4 kW. The temperature and dryness of the turbine exhaust vapor are however much higher than those in the original system, so that 119.6 kW of the condensing heat of the turbine exhaust vapor is recovered in REB2, producing 0.0594 kg s −1 of refrigerant from REC2. The total refrigerant generation rate from REC1 and REC2 is thus 0.0829 kg s −1 , and the cooling output of the improved system is 99.4 kW. The total equivalent power output is 58.2 kW (17.6% higher than that of the original system), and the equivalent heat-topower efficiency ( W,eq ) is 18.9%. On the whole, the improved system generates 17.7 kW less power and 71.2 kW more cooling than the original system. The total equivalent power output of the improved system is 8.7 kW higher than that of the original system, leading to an increase of 17.5% in the equivalent heat-to-power efficiency. 
Effect of turbine outlet pressure
In this system, the turbine outlet pressure is a key parameter affecting the power and cooling outputs and ratio, and the system performance. The temperature of REB2 is about 108°C, so heat with a temperature higher than 113 °C can be used in the REB2 when a minimum temperature difference of 5 °C is considered. The turbine exhaust temperature t 15a varies with the turbine outlet pressure p 15a , which leads to different amounts of heat that can be used in REB2 (Q REB2 ). The ammonia concentration of turbine exhaust vapor is 0.108, and t 15a is higher than 113 °C when p 15a is higher than 1.6 bar. Figures 4  and 5 show the system output and performance when p 15a varies in the range of 1.6 bar to 10 bar. It should be noted that, the pressure in absorber is 2.23bar. When p 15a is lower than the absorber pressure, the turbine exhaust should be completely condensed in CON2 and pumped by P3 to absorber after releasing the high-temperature part of condensing heat in REB2. When p 15a is higher than the absorber pressure, the turbine exhaust vapor mixes with the weak solution (3f) from SHEX2 to form stream 3g, which is throttled by TV2 before entering absorber.
Figures 4 and 5 show the effect of p 15a on the system output and performance. When p 15a increases from 1.6 bar to 10 bar, the power output W net decreases smoothly and the cooling output Q C increases first rapidly and then slowly. In this range, the equivalent power output W eq shows a trend of first increases and then decreases. Figure 6 shows the variation of Q REB2 at different p 15a . It can be seen from Figure 6 that when p 15a rises from 1.6 bar to 4 bar, the amount of condensing heat that can be used in REB2 Q REB2 increases rapidly to 127 kW, thus Q C rises from 28.2 kW to 103 kW, and W net decreases from 27.5 kW to 19.9 kW. The corresponding W eq and η W,eq increase to 58.1 kW and 18.7%, respectively. The ratio of power to cooling is 0.19.
When p 15a is 4 bar, the saturated liquid temperature of turbine exhaust vapor t 15a0 is 113 °C, as shown in Figure 6 . This means all the condensing heat of turbine exhaust vapor can be used in REB2. When p 15a increases from 4 bar to 10 bar, Q REB2 increases very slowly, for only some additional sensible heat of condensed solution can be recovered during this range. In this condition, the increase in Q C is very slow, and the equivalent power of the increased cooling output cannot make up the decrease of the power output, resulting in a lower W eq and η W,eq . As can be seen from Figures 4 and 5 , when p 15a is 10 bar, the total W eq is 51.6 kW; the corresponding η W,eq is 16.8 % and the corresponding ratio of power to cooling is 0.11. 
CONCLUSIONS
In this study, the parallel connected power and cooling cogeneration system proposed in [13] was analyzed and then a new improved configuration based on this system was proposed. In the original parallel cogeneration system, the heat of flue gas can be utilized in a cascade way, but there is a main problem in the internal energy integration of the system: the turbine exhaust heat is rejected to the environment directly, leading to a large amount of heat waste. The improved system proposed in this paper can make cascade utilization of the turbine exhaust heat, and by varying the turbine outlet pressure, different turbine exhaust vapor temperature can be obtained, resulting in different amounts of heat that can then be used by the refrigeration subsystem. Simulation results show that when p 15a in the improved system is 3 bar, 119.6 kW of heat can be recovered in REB2 for refrigeration, and the total equivalent power output of the improved system is 17.6% higher than that of the original system. The corresponding η W,eq and TESR are increased from 16.1% to 18.9% and 6.6% to 26.5%, respectively. When p 15a is increased from 1.6 bar to 4 bar, the cooling output increases rapidly, resulting in higher W eq and η W,eq , and the ratio of power to cooling is in a wide range of 0.19 to1. When p 15a is higher than 4 bar, the favourable contribution by producing refrigeration cannot compensate for the adverse effect on power generation, leading to gradually decrease of W eq and η W,eq . This study proposes and quantifies a new method for the high efficient utilization of waste heat. States on the system configuration G1,G2,G3 Engine flue gas
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